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Abstract
an HVaC system contains heating, ventilation and air conditioning equipment used in office or industrial 
buildings. The goal of this research is to design a controller for the process of cooling an office building that 
is made up of three rooms. The desired room temperature can be achieved by controlling the fans making 
up the fan coil units and the cooling medium’s temperature. By these means the building connected to the 
electrical grid becomes a smart office. The used building model includes several dynamically changing inte-
rior and exterior heat sources affecting the inner climate, which introduces a level of uncertain prediction 
into the system. We have determined the controller’s performance by the rate of deviation from the expected 
temperature, the consumed electrical energy and the generated noise. The controller was created in Matlab 
simulink with the possibility of migration to a siemens PLC.
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1. Introduction  

This research is based on the industrial chal-
lenge organized under the MEd'18: The 26th Med-
iterranean Conference on Control and automa-
tion, in which Kardos T. took part as member of 
the sapiEngineering team. The goal was to design 
a controller for the given cooling system, which  
ultimately had to be implemented on a siemens 
PLC. The received system’s model was created in 
Matlab simulink, for which we will describe only 
the main parts. For further details see [1].

The system’s controllable inputs are the cooling 
medium’s temperature (Ts) and the fan coil units’ 
signals (Fs1, Fs2 and Fs3). The room temperature 
is primarily influenced by the cooling air from 
the fan coils, but other effects are modelled as 
well: outdoor air temperature, solar irradiance 
and heat disturbances, such as the presence of 
people or operation of machines. These factors 
are modelled using predictions with a degree of 
uncertainty. Figure 1. shows the used system’s 
schematic.

another existing method for describing a build-
ing is to create models based on linear parame-
ters obtained from BMs data [2]. BrCM modelling 
is used to model a similar building in [3]. a more 
complex system containing heating, cooling and 
ventilation is discussed in [4].

Figure 1. System’s schematic
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2. Controlled system 

2.1. Building model
The modelled office building consists of three 

south-facing rooms, each one containing one fan 
coil unit. We can describe the building dynamics 
using a state-space model shown by (1).

 
,
 (1)

where the state vector x includes the Ta air, and 
Twall wall temperatures of the three rooms.

  
(2)

The u input vector is built up of the Tenv envi-
ronmental air temperature, Idir direct solar irra-
diance, idiff diffuse solar irradiance, PFCU actuator 
thermal powers, and PD other heat disturbances.

  
(3)

The Tenv, Idir and Idiff external weather conditions 
are equal to the sum of the prediction values and 
prediction errors modelled with Gaussian distri-
bution. The PD disturbance heat fluxes can also 
be described using Gaussian distribution with the 
following equation:

  

(4)

where ki represents a greater heat flux that ap-
pears during fixed working hours, defined sepa-
rately for each room in equation (5). a similar ap-
proach was studied in [5], where the inner tem-
perature control is a function of people’s presence 
in the room. 

  
(5)

The y output vector consists of the inner room 
temperatures:

  (6)

2.2. Cooling system 
The fan coil units used in the cooling system are 

the most commonly installed temperature regu-
lators in office buildings. its higher performance 
when compared to classical solutions makes it a 
better choice for heating or cooling purposes.

during cooling a regulated cooling medium is 
circulated through the fan coil unit, while its fans 
are used to spread the cooled air in the room [6]. 
The electric power of the modelled fan is 50 W 
when turned on, and 0 when the fan is off. The 
cooling medium’s possible temperature values 
are limited to: Ts ϵ [7,11].

The model takes into consideration the heat loss 
appearing in the pipework as well. 

2.3. Predictions
different forecast data was available for the 

controller’s development.
This includes the environmental temperature, 

the direct and the diffuse solar irradiance, which 
are all part of the system’s inputs. Every hour a 
new forecast is available, reaching a total of 24 
hourly sampled values.

additionally, the temperature set point also has 
a 24 hour prediction, constrained within the low-
er and upper temperature bounds following this 
rule:

 (7)

 as equation (7) shows, during working hours 
the temperature reference is constantly set to 24 
degrees. outside this interval the set point can 
have any value since in this period no cooling 
medium is circulated through the system, and the 
penalization cost doesn’t include the temperature 
deviation either.

The electricity price also has a 24 hour predic-
tion vector that changes every 15 minutes (cel).

2.4. Cost functions
The system’s performance is measured with the 

cost of operation in Euros, described by the fol-
lowing sum:

,  (8)

J1 is the cost of consumed electrical energy:

,
 

(9)

where 
cel [Eur/kWh] ] is the cost of electricity, 
Tsim [s] ais the simulation time, 
Pel [W] is the consumed electric power. 
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J2 is the cost of deviating from the temperature 
reference:

 
(10)

where 
Qi is the weight coefficient for penalization of 

the temperature deviation, and,
 sets the tracking error to be considered 

only during working hours.
 

(11)

J3 cost is used to measure the acoustic discom-
fort in the rooms:  

 
(12)

  
(13)

where 
cON is the cost of turning the fan coils on,

 is the fan’s on or off state, 
j     denotes the 1 minute discrete periods,
Nsim is the total number of time instants in one si-

mulation.

3. Designed controller
several methods exist for the control of similar 

systems. Fuzzy neural networks and MPC con-
taining genetic algorithms are compared in [7]. 
Pid and robust Pid are presented in [8] and  [9]. a 
Fuzzy rule-based controller is designed with Pid 
properties in [10]. 

The controller designed by us is made up of two 
parts: the first is the calculation of the control 
signal sent to the fan coil units, and the second 
is the algorithm regulating the cooling medium 
temperature. Figure 2. shows the control loop’s 
schematic.

Because the fan coils could be either in turned 
on or off state, we determined their control sig-
nal using a PWM generator. its pulse width was 
calculated with a discrete Pi controller based on 
the difference between the given temperature set 
point and the measured indoor temperature.

To calculate the controller’s proportional pa-
rameter (Kp) we used the prediction values of the 
direct solar irradiance, because these had the big-
gest effect on the room temperature. after several 
simulations we decided to take into consideration 
only the next 4 hour values out of the existing 24 
hour vector:

 

(14)

The integrative parameter of the controller is 
directly influenced by the environment tempera-
ture downscaled with 100:

 
(15)

For the final control signal we used the other 
predictions as well. as a result, the PWM’s pulse 

Figure 2. Schematic of the control loop
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width is also determined by the electricity price 
prediction vector, from which only the following 
first hour’s cost is of importance. Thus, a greater 
price leads to a smaller pulse width and shorter 
functioning time in the end.

Besides the cases set by the PWM, the fan’s state 
is also influenced by the diffuse solar irradiance’s 
and the environment temperature’s prediction 
vector. similarly to the direct solar irradiance 
vector, only the values from the first 4 hours were 
applied. These factors affect the output only when 
a certain limit is passed and a high control error 
occurs.

When regulating the cooling medium’s tempera-
ture we aimed for energy efficiency, so high per-
formance cooling was applied only when needed. 
Controlling was done using the actual environ-
ment temperature, with regard to the allowed 
temperature boundaries (7-11 degrees). Hence, 
if the outside temperature dropped below 20 de-
grees, the cooling medium was set to 11 degrees, 
otherwise a 7 degree cooling medium was circu-
lated.

3. Results
We ran a simulation of the system control for 3 

days with the reference temperature set to 24 de-
grees Celsius.

in the followings, for easier understanding we 
will only show the first day’s results, even though 
we simulated 3 days. on Figure 3. we can see the 
temperature’s change in time in the three rooms. 
Figure 4. shows the plot of the controlled cooling 
medium.  

The environment temperature’s change is 
shown in the first graphic of Figure 5., while the 
second and third graphics show the direct and 
diffuse solar irradiance values. 

We can notice that the rooms’ temperature 
has a ±0.6 degrees Celsius deviation from the set 
temperature. The temperature shows a great-
er dynamic during daytime, when outside tem-
perature is higher and the building is affected by 
solar irradiance too, which in turn results in an 
increased inside temperature. during night, the 
temperature deviation falls to ±0.1 degrees.

Figure 6. shows the other heat disturbances af-
fecting room 1. These high rates also have a great 
impact on the temperature’s fluctuation.

 on Figure 7. we can examine the control sig-
nals sent to the fan coil units’ fans. one can easi-
ly distinguish the moments when the fans are in 
turned on or off state. The three control signals 

Figure 3. Temperature in the three rooms

Figure 4. Cooling medium’s temperature

Figure 5. Environment temperature, direct and dif-
fuse solar irradiance
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have a similar dynamic, although the second 
room’s values differ on a larger scale. This main-
ly results from the heat disturbances’ variations 
and random nature.

 our measured control cost after a three day 
simulation was 2.799 Eur, with the applied elec-
tricity price fluctuating between 0.01 – 0.09 Eur/
kWh. Figure 8. shows the three costs’ change 
over time. Based on the results, the largest cost 
(1.91 Eur) was due to the acoustic discomfort pro-
duced during the fans’ turned on state. The cost 
of the used electrical energy followed with 0.58 
Eur. The smallest cost (0.29 Eur) resulted from 
the actual temperature’s deviation from the tem-
perature reference, which shows the controller’s 
optimal behavior.

 4. Conclusions 
in this paper we presented a control algorithm 

developed for a modelled office building’s cool-
ing system, during which some external factors 
affecting the office’s temperature were also taken 
into consideration. our simulation results prove 
that the controller successfully follows the set 
reference with a small, but acceptable deviation. 
Furthermore, it can be deducted that the direct 
solar irradiance and inner heat disturbances have 
the greatest effect on the indoor temperature.

in conclusion, the developed controller repre-
sents a cost-effective solution to the control of a 
system containing dynamic inputs. With certain 
changes this controller can be used for heating 
purposes as well. 
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